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(E) WALL TO REMAIN

(E) WALL TO BE REMOVED

(N) WALL - NON-RATED (FULL-HEIGHT)

(N) WALL - ONE HOUR FIRE RATED

(N) WALL - NON-RATED (PARTIAL HEIGHT)

30" x 48" CLEAR SPACE FOR WHEELCHAIR

LINE OF ROOF SOFFIT / CEILING OFFSET ABOVE

NOT IN CONTRACT

FLOOR PLAN LEGEND

NOTE: FOR WALL CONSTRUCTION AND ASSEMBLIES, SEE
ARCHITECTURAL WALL SECTIONS SHEET

PRTL. HEIGHT

PRE-MANUFACTURED
GREENHOUSE WALL
SYSTEM, TYP. U.O.N.

PARTITION WALL TYPE
'D' TO 10'-0"; SEE
10/A401

RESTROOM

A401
1

D1

D
1

D
1

D
1

D1

D1 D1 D1

D2

D1

D2D2

D2

SEE GH-1.2 FOR
DOOR SCHEDULE

D3

6" TRENCH
DRAIN, TYP.

FP

FP

FPFPFP

D2

35
' -

 0
"

12' - 7" 26' - 4" 21' - 6" 20' - 6" 41' - 0"
EGRESS PATH

EMPLOYEE
LOCKERS

A103
2

A103
3

WALL TYPE 'B',
SEE 10/A401

WALL TYPE 'B',
SEE 10/A401

WALL TYPE 'C' @
RESTROOM, SEE 10/A401

WALL TYPE 'B'
@ OFFICE, SEE

10/A401

1550 GALLON
NUTRIENT TANK

CONC. SLAB, SEE S100

11

A401

35' - 0"10
' -

 0
"

PROCESSING / ANCILLARY RM.OFFICE

PROPAGATION ROOM
964 S.F.
2,500 S.F. INCLUDING
TIERED SHELVING

SERVICE AREA

CULTIVATION #1
3,524 S.F.

CULTIVATION #2
3,486 S.F.

CULTIVATION #3
2,990 S.F.

1. WALL/ PARTION DIMENSIONS ARE TO FINISHED FACE.  OPENING
DIMENSIONS ARE TO ROUGH OPENING, UNLESS NOTED TO ALIGN WITH
ANOTHER FEATURE OR CENTERLINE.
2. FOR REMODEL PROJECTS, DIMENSIONS TO EXISTING WALLS,
FEATURES, OPENINGS ARE ASSUMED TO BE VERIFIED IN FIELD, UNLESS
OTHERWISE NOTED AS BUILDING ELEMENTS ARE RARELY SQUARE, LEVEL , OR
PLUMB.
3. NOTES AND SYMBOLS ARE TO APPLY AT ALL AREAS OF SIMILAR
GRAPHIC REPRESENTATION. SUCH INDICATIONS MAY BE LIMITED TO
PROMOTE CLARITY OR AVOID REDUNDANCY.
4. EXTERIOR PAVING:  EXTERIOR DOOR LANDINGS SHALL SLOPE 1/4”
PER FOOT MAXIMUM FOR DRAINAGE.  PAVING AND EXTERIOR GRADE SHALL
SLOPE MINIMUM 1/8” PER FOOT AWAY FROM BUILDINGS.
5. ELEVATIONS SHOWN ARE MEASURED FROM FINISHED FLOOR
DATUM FOR THIS BUILDING.  REFER TO CIVIL ENGINEERING DRAWINGS
FOR ELEVATIONS RELATIVE TO THE REST OF THE SITE AND FOR SITE FEATURES NOT
OTHERWISE INDICATED.
6. REFER TO MECHANICAL DRAWINGS FOR PIPING REGISTERS AND
VENTS NOT OTHERWISE SHOWN.
7. REFER TO LIGHTING AND ELECTRICAL DRAWINGS FOR
RECEPTACLES, SPEAKERS, SWITCHES AND OTHER FEATURES NOT OTHERWISE
SHOWN.
8. REFER TO REFLECTED CEILING PLAN FOR LOCATION OF CLERESTORY
WINDOWS, TYPICAL.
9. PROVIDE BLOCKING, BACKING, FRAMING, SHEATHING, UTILITIES
OR OTHER CONCEALED WORK, WHETHER SPECIFICALLY SHOWN OR
INFERRED.

GENERAL NOTES - FLOOR PLAN
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